L—66840.DWG

LENGTH GALLONS PER HOUR

OF
PIPE 6" Pipe|8”Pipe [12”Pipell 6”Pipe|20”Pipe|24”Pipe| 30”Pipe|36”Pipe |42"Pipe|48”Pipe

50| 0.03{ 0.04| 0.06 | 0.07 | 0.09| 0.11 | 0.14 | 0.17 | 0.19 | 0.22
100} 0.00; 007 10.11 10.15 | 0,18 |0.22 | 028 | 0.33 | 0.39 | U44
2001 0111 0,151 0:22 10,201 0371044 | 0.55'10.08 | 0.77 | 0,88
3001 0.17] 0.2210.33 | 0.44 |1 0.5510.66 | 0.83 | 089 | 1.16 | 1.32
4901 0.22] 0.2910.44 1059 | 0.74 10,88 | 1.10 | 1.32 | 1.558 | 1.77
SO0 028 0.57 |0.85 1 0.74 1 092 1 1101138 | 1851183 | 2.21

1000] 0.55] O0.74 | 1.10 |1.47 | 1.84 | 2.21 | 2.76 | 3.31 | 3.86 | 4.41

5000| 2.76| 3.68 | 5.52 | 7.36 | 9.20 |{11.03|13.79|16.55|19.31 | 22.07
10000| 5.52| 7.36 |[11.03]|14.71]18.39(22.07 | 27.58 | 33.10|38.62 |44.14

FORMULA: L =SDVP
133,200

Where: Allowable Leakage (gal./hr.)
Length of pipe tested in feet.
Nominal pipe diameter in inches.
Te

xt pressure (150 psi)

|sounr

When testing against closed metal—seated valves, an additional
leakage per closed valve of 0.0078 gal./hr./in. of nominal
valve size will be allowed.

These calculations are based on "AWWA C-600" Specifications,
Section 4, Hydrostatic Testing, Dated April 29, 1982.
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